
INSTALLATION INSTRUCTIONS

MODEL 2181 00 23

For further information,
contact the nearest RBA Group office:
SYDNEY • MELBOURNE • BRISBANE

Phone: 1300 788 778 • Fax: 1300 788 878
info@rba.com.au • www.rba.com.au

TROUBLE SHOOTING
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PROBLEM POSSIBLE CAUSE  ACTION

No water Control cock off Turn on
 Dirt in valve Remove functional 
  component, clean

Short flow time Incorrectly adjusted Adjust flow time
 Faulty rubber membrane Replace with repair kit

Flow does not stop Dirt in valve Remove functional
  component and clean

 Faulty main seal Replace with repair kit

 Broken return spring Replace with repair kit



32

TECHNICAL DATA

Minimum Flow Pressure 100 kPa
Flow Rate 0.1 L/S at 300 kPa Flow Pressure
Flow Time 1 – 30 Seconds
Inlet Connection 1/2” BSP
Minimum Pipe Size 10 mm

• Installation to be carried out in accordance with local authority requirements.
• Before fitting the valve, ensure all lines have been flushed free of dirt and grit.

DIMENSIONS

TYPICAL INSTALLATION
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INSTALLATION

1)  Loosen the 3 grub screws with 2.5mm Allen key, and remove the BSP 
threaded adaptor at the base.

2)  Using a 10mm Allen key, and an appropriate sealing material, screw the 
adaptor into the female thread, ensuring that the adaptor finishes hard onto the 
finished surface.

3)  Fit the valve over the adaptor, taking care not to damage the “O” ring seal, 
and tighten the 3 grub screws locking the valve in the correct position. Push the 
escutcheon into place, to conceal the screws.

4)  If using warm or hot water, the blue indicator should be replaced with the red 
indicator provided. Handle removal is described in FIG 9,10 and 11.

INSTALLATION cont’d
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